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Abstract
District heating networks are commonly addressed in the literature as one of the most effective solutions for decreasing the 
greenhouse gas emissions from the building sector. These systems require high investments which are returned through the heat
sales. Due to the changed climate conditions and building renovation policies, heat demand in the future could decrease, 
prolonging the investment return period. 
The main scope of this paper is to assess the feasibility of using the heat demand – outdoor temperature function for heat demand 
forecast. The district of Alvalade, located in Lisbon (Portugal), was used as a case study. The district is consisted of 665 
buildings that vary in both construction period and typology. Three weather scenarios (low, medium, high) and three district 
renovation scenarios were developed (shallow, intermediate, deep). To estimate the error, obtained heat demand values were 
compared with results from a dynamic heat demand model, previously developed and validated by the authors.
The results showed that when only weather change is considered, the margin of error could be acceptable for some applications
(the error in annual demand was lower than 20% for all weather scenarios considered). However, after introducing renovation 
scenarios, the error value increased up to 59.5% (depending on the weather and renovation scenarios combination considered). 
The value of slope coefficient increased on average within the range of 3.8% up to 8% per decade, that corresponds to the 
decrease in the number of heating hours of 22-139h during the heating season (depending on the combination of weather and 
renovation scenarios considered). On the other hand, function intercept increased for 7.8-12.7% per decade (depending on the 
coupled scenarios). The values suggested could be used to modify the function parameters for the scenarios considered, and 
improve the accuracy of heat demand estimations.
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Abstract 
This paper investigates the in-situ performance of UK cold pitched roof structures through a case study dwelling of typical 
construction using site survey, and estimation of U-values through simple calculation and from measured heat flow data. Significant 
increases of U-values resulted from under- and un-insulated areas due to installation issues, whilst a higher than expected estimated 
thermal resistance of the roof space and structure was also noted, potentially associated with heat gains. Both issues are expected 
to be observed more widely in the stock and contribute to a performance gap for roof insulation.  
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1. Introduction 
Improving the thermal efficiency of the housing stock is central to many governments’ policies to deliver the 
significant reductions in carbon emissions required to curtail global temperature rises [1]. For example, policies to 
realise the UK commitment to reduce carbon emissions by 80% from 1990 levels [2] identify improved thermal 
efficiency of dwellings as an important cost-effective measure [3]. It has been estimated that 87% of current UK 
buildings are still expected to be standing in 2050 [4], and consequently improvements in the performance of the 
existing stock are central to such policies. Certain types of retrofitted insulation have been identified as “easy wins” 
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with “all practicable cavity walls and lofts having been insulated by 2020” [3]. However, the in situ performance of 
loft insulation in UK dwellings has not been extensively studied.  
A significant performance gap between expected and actual energy use for energy efficiency interventions has been 
identified across a wide range of measures[5]. Recently, the performance gap associated with the thermal performance 
of walls has received considerable interest [6]. However, although loft insulation is one of the most common energy 
efficiency measures in the UK [7], there are few recent studies of its in situ performance. 
This paper discusses the thermal performance of cold pitched roofs, which comprise approximately 80% of 
domestic roofs in the UK [8]. It identifies mechanisms that may lead to potentially systematic discrepancies between 
measured and expected U-values for dwellings.  
1.1. The potential for a performance gap in roofs  
Insulation of cold pitched roofs in the UK is typically rolled mineral wool quilt, installed between and across ceiling 
joists to meet target maximum U-values of 0.16 and 0.20  Wm-2K-1 for existing and new dwellings respectively [9], 
[10]. New dwellings typically exceed this as roof insulation is a cost effective measure to meet Target Fabric Energy 
Efficiency rates. Where loft insulation is retrofitted in existing dwellings, a total depth of 250 mm is usually fitted [9]. 
The thermal performance of loft insulation has been characterized in experiments using test cells, suggesting good 
agreement between literature U-values and those estimated from measurements in controlled environments [11]–[13]. 
Whilst increasing airflow over the insulation surface has been shown to result in decreasing performance, the 
experimental wind speeds were likely higher than those in typical loft spaces; therefore the effect of wind speed in 
situ is expected to be small [11], [12]. Studies on the impact of a 5% uninsulated area [11] and gaps between insulation 
rolls [14] suggest a significant effect on measured U-values: an increase of 57.5% for the former and approximately a 
factor of two in the latter. Both defects were found to have a higher measured impact than expected from simple 
calculation. However, these studies were carried out in purpose-built structures; the thermal performance of roofs in 
real UK dwellings has not been widely reported. 
Differences between the expected and actual thermal performance of roofs may derive from issues associated with 
the materials, installation, usage factors and characterization of heat flow through the loft space. These defects can 
result in cold bridges that may be prone to condensation, and subsequent mould growth [15], such issues have been 
reported in UK and other Northern European countries and may lead to health impacts. Specific examples may include: 
 gaps between insulation rolls [16];  
 imperfections in coverage around service penetrations [17]; 
 practical challenges of finishing insulation around loft features, such as trusses and wall/roof junctions [17]; 
 reduced insulation thickness around the eaves to ensure adequate ventilation through soffit vents [17] or due to 
challenges of installation in a confined space, as discussed below; 
 degradation of insulation materials due to age, dust/debris accumulation, water or damage from pests; 
 thermal bridging and reduced insulation thickness under loft-boarding; 
 reduced or missing insulation beneath water tanks and loft hatches [18]. 
Additionally, roof spaces are complex and challenging to represent in simple estimates of thermal performance or 
building simulation models. Ventilation from roof, eaves and wall vents depends on installation and specification, 
plus local wind speeds, whilst the flow of air and heat through partial-fill or unfilled cavity walls, partition walls and 
service penetrations is difficult to characterise and represent in models.   
No recent studies have investigated the impact of installation in houses, degradation of materials and in use factors 
as outlined above. Results from one case study indicate good performance of loft insulation compared to literature 
estimates [19], but the loft conditions were not reported and required insulation levels have increased substantially in 
subsequent years. With the emphasis on improvement of the thermal performance of the stock to support the UK’s 
decarbonisation strategy, there is a need to investigate the in-situ performance of cold pitched roofs. 
 Clifford A Elwell  et al. / Energy Procedia 132 (2017) 454–459 455
 
Available online at www.sciencedirect.com 
ScienceDirect 
Energy Procedia 00 (2017) 000–000  
  www.elsevier.com/locate/procedia 
 
1876-6102 © 2017 The Authors. Published by Elsevier Ltd. 
Peer-review under responsibility of the organizing committee of the 11th Nordic Symposium on Building Physics.  
11th Nordic Symposium on Building Physics, NSB2017, 11-14 June 2017, Trondheim, Norway 
The thermal characteristics of roofs: policy, installation and 
performance 
Clifford A Elwella*, Harper Robertsonb, Jez Wingfielda, Phillip Biddulpha, Virginia Goria 
aUCL Energy Institute, 14 Upper Woburn Place, London WC1H 0NN, UK 
bUnaffiliated  
Abstract 
This paper investigates the in-situ performance of UK cold pitched roof structures through a case study dwelling of typical 
construction using site survey, and estimation of U-values through simple calculation and from measured heat flow data. Significant 
increases of U-values resulted from under- and un-insulated areas due to installation issues, whilst a higher than expected estimated 
thermal resistance of the roof space and structure was also noted, potentially associated with heat gains. Both issues are expected 
to be observed more widely in the stock and contribute to a performance gap for roof insulation.  
 
© 2017 The Authors. Published by Elsevier Ltd. 
Peer-review under responsibility of the organizing committee of the 11th Nordic Symposium on Building Physics. 
Keywords: U-value; thermal resistance; roof; performance gap; in-situ 
1. Introduction 
Improving the thermal efficiency of the housing stock is central to many governments’ policies to deliver the 
significant reductions in carbon emissions required to curtail global temperature rises [1]. For example, policies to 
realise the UK commitment to reduce carbon emissions by 80% from 1990 levels [2] identify improved thermal 
efficiency of dwellings as an important cost-effective measure [3]. It has been estimated that 87% of current UK 
buildings are still expected to be standing in 2050 [4], and consequently improvements in the performance of the 
existing stock are central to such policies. Certain types of retrofitted insulation have been identified as “easy wins” 
 
 
* Corresponding author. Tel.: +44 20 3108 5975. 
E-mail address: clifford.elwell@ucl.ac.uk 
2 Author name / Energy Procedia 00 (2017) 000–000 
with “all practicable cavity walls and lofts having been insulated by 2020” [3]. However, the in situ performance of 
loft insulation in UK dwellings has not been extensively studied.  
A significant performance gap between expected and actual energy use for energy efficiency interventions has been 
identified across a wide range of measures[5]. Recently, the performance gap associated with the thermal performance 
of walls has received considerable interest [6]. However, although loft insulation is one of the most common energy 
efficiency measures in the UK [7], there are few recent studies of its in situ performance. 
This paper discusses the thermal performance of cold pitched roofs, which comprise approximately 80% of 
domestic roofs in the UK [8]. It identifies mechanisms that may lead to potentially systematic discrepancies between 
measured and expected U-values for dwellings.  
1.1. The potential for a performance gap in roofs  
Insulation of cold pitched roofs in the UK is typically rolled mineral wool quilt, installed between and across ceiling 
joists to meet target maximum U-values of 0.16 and 0.20  Wm-2K-1 for existing and new dwellings respectively [9], 
[10]. New dwellings typically exceed this as roof insulation is a cost effective measure to meet Target Fabric Energy 
Efficiency rates. Where loft insulation is retrofitted in existing dwellings, a total depth of 250 mm is usually fitted [9]. 
The thermal performance of loft insulation has been characterized in experiments using test cells, suggesting good 
agreement between literature U-values and those estimated from measurements in controlled environments [11]–[13]. 
Whilst increasing airflow over the insulation surface has been shown to result in decreasing performance, the 
experimental wind speeds were likely higher than those in typical loft spaces; therefore the effect of wind speed in 
situ is expected to be small [11], [12]. Studies on the impact of a 5% uninsulated area [11] and gaps between insulation 
rolls [14] suggest a significant effect on measured U-values: an increase of 57.5% for the former and approximately a 
factor of two in the latter. Both defects were found to have a higher measured impact than expected from simple 
calculation. However, these studies were carried out in purpose-built structures; the thermal performance of roofs in 
real UK dwellings has not been widely reported. 
Differences between the expected and actual thermal performance of roofs may derive from issues associated with 
the materials, installation, usage factors and characterization of heat flow through the loft space. These defects can 
result in cold bridges that may be prone to condensation, and subsequent mould growth [15], such issues have been 
reported in UK and other Northern European countries and may lead to health impacts. Specific examples may include: 
 gaps between insulation rolls [16];  
 imperfections in coverage around service penetrations [17]; 
 practical challenges of finishing insulation around loft features, such as trusses and wall/roof junctions [17]; 
 reduced insulation thickness around the eaves to ensure adequate ventilation through soffit vents [17] or due to 
challenges of installation in a confined space, as discussed below; 
 degradation of insulation materials due to age, dust/debris accumulation, water or damage from pests; 
 thermal bridging and reduced insulation thickness under loft-boarding; 
 reduced or missing insulation beneath water tanks and loft hatches [18]. 
Additionally, roof spaces are complex and challenging to represent in simple estimates of thermal performance or 
building simulation models. Ventilation from roof, eaves and wall vents depends on installation and specification, 
plus local wind speeds, whilst the flow of air and heat through partial-fill or unfilled cavity walls, partition walls and 
service penetrations is difficult to characterise and represent in models.   
No recent studies have investigated the impact of installation in houses, degradation of materials and in use factors 
as outlined above. Results from one case study indicate good performance of loft insulation compared to literature 
estimates [19], but the loft conditions were not reported and required insulation levels have increased substantially in 
subsequent years. With the emphasis on improvement of the thermal performance of the stock to support the UK’s 
decarbonisation strategy, there is a need to investigate the in-situ performance of cold pitched roofs. 
456 Clifford A Elwell  et al. / Energy Procedia 132 (2017) 454–459
 Author name / Energy Procedia 00 (2017) 000–000   3 
2. Method 
This paper reports the case study results from a 1970s detached home in East Anglia, UK. The dwelling is of 
masonry cavity wall construction, with a duo-pitched cold roof. In 2014 the property was retrofitted with top-up 
mineral fibre loft insulation to a total thickness of 270 mm in accordance with UK Building Regulations [9].  
Following a site survey, including the measurement of key features and thermography, a bedroom ceiling was 
instrumented with Hukseflux heat flux sensors and thermistors (see Figure 1). Thermal paste was used to ensure good 
thermal contact and sensors were fixed with tape which did not cover the sensing element of the heat flux plates. Data 
was collected from February to June 2015 using Eltek Squirrel 450/850 Series data loggers.  
Data was analysed to determine the U-value at each location using the average method [20]. Results from a two-
week period, between 20/3/2015 08:00 and 03/04/2015 08:00, are presented here. The estimates from the in-situ 
measurements are compared to standard calculation of the expected thermal properties of the roof, and points on it, 
following standard methods [21]. 
3. Results and discussion 
3.1. Site survey 
A site survey revealed the loft space to be in generally good condition, with no apparent structural issues, infestation 
or damage. However, as shown in Figure 1, in most locations top-up insulation was not present within approximately 
600 mm of the eaves, within which no insulation was present within 300 mm of the eaves. The former accounted for 
approximately 9% of the total ceiling area, and 19% of the total area was uninsulated, as indicated by Table 1.   
Reduced insulation near the eaves, shown in Figure 2(a), is likely a common defect in existing and new dwellings, 
given the restricted access to this part of the roof (which impedes installation and quality monitoring) and the need to 
maintain an air gap for ventilation. This is further illustrated in the thermal image of Figure 3(a), taken in a different 
case study building with a cold pitched roof, which shows a clear cold bridge near the eaves, which may be liable to 
condensation and mould growth. 
A second, potentially common defect with ceiling insulation arises from the fact that, in the UK, an uninsulated 
space is often left below the cold water tank to prevent freezing in winter; this is illustrated in Figure 2(b). However, 
while necessary, this measure constitutes a significant cold bridge that may make it difficult or impossible to meet 
Building Regulations [9] requirements for maximum roof U-values using typical depths of insulation. Instead, the 
Figure 1: Schematic illustrating sensor locations for this case study, and diminished insulation near the eaves due to space restrictions. 
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cold water tank should be brought within the thermal envelope of the dwelling by ensuring the jacket around the tank 
forms a continuous layer and overlaps  the insulation at ceiling level [22].  
Table 1: Site survey data indicating the features and their area that lead to reduced thermal insulation between the ceiling and loft void. 
Type of defect Description Area (m2) Area (% of total) 
Uninsulated area Around water tank 2.8 7 
 
Eaves (assuming 300mm width on each side) 4.2 9 
 
Chimney 0.4 1 
 
Beside loft hatch 0.3 1 
Total – Uninsulated area  8.2 19 
Under-insulated area Eaves (assuming 300mm width on each side) 4.2 9 
Total – Under-insulated area  4.2 9 
TOTAL – Combined affected area  12.4 28 
3.2. Calculated U-values from literature material properties 
Literature values for the thermal properties of building materials and standard methodology [21] were used to 
determine the U-value of the case study roof, excluding thermal bridging at the junctions between building elements. 
Assuming full coverage of insulation apart from the loft hatch and a 300 mm wide band of reduced insulation at the 
eaves to facilitate ventilation, the whole roof U-value is 0.17 Wm-2K-1, just outside the 0.16 Wm-2K-1 limit required by 
UK Building Regulations [9]. However, accounting for the observations in the site survey, the whole roof U-value 
increases to 0.59 Wm-2K-1, well outside the required performance. This increase in U-value is primarily associated with 
the large uninsulated areas under the cold water tank and around the edge of the roof. 
3.3. U-values estimated from in situ measurements 
The thermal resistance of the roof was estimated firstly from the interior to the loft void (thermal resistance of the 
ceiling only), and secondly from the interior to the outdoors (including the thermal resistance of the loft space). These 
Figure 2: a) insulation missing above ceiling near eaves b) lack of insulation beneath cold water tank. 
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results were converted to U-values, Table 2, which exhibit two notable deviations from literature-based U-values: the 
impact of the loft space on estimates is larger and the U-value at the eaves location is higher than expected.   
Table 2: U-values estimated at the three measurement locations from in-situ measurements and calculation based on literature properties of 
materials. In-situ U-values are estimated with the average method and agree within error margins to those calculated using a dynamic method 
based on electrical analogy combined with Bayesian analysis, presented elsewhere [23]. 
U-values (Wm-2K-1) Eaves  Middle Inner 
In-situ indoor to outdoor 0.56 ± 0.08 0.14 ± 0.02 0.11 ± 0.02 
In situ indoor to loft void  0.95 ± 0.13 
 
0.20 ± 0.03 0.16 ± 0.02 
Calculated from material properties indoor to outdoor 0.37 0.14 0.14 
Calculated from material properties indoor to loft void 0.38 0.14 0.14 
 
The assumed thermal resistance of the loft void and cold roof structure is 0.2 m2KW-1 [21]. However, assuming that 
standard surface resistances apply, values derived from in-situ measurements are 0.8, 2.2 and 2.9 m2KW-1 for the eaves, 
middle and inner locations respectively. Whilst these values are subject to significant uncertainty, it is likely that the 
thermal resistance of the loft is significantly higher than standard assumptions. Figure 3(b) shows room, loft and 
outside temperatures during the monitoring campaign, indicating that, contrary to expectations, the loft void 
temperature is consistently significantly higher than outside temperatures. This may be due to low ventilation rates, 
solar gains or air leakage from other construction elements, e.g. warm air from inside the dwelling entering around 
service penetrations. Such heat gains into the loft are not represented by the analysis model for in-situ measurements 
or by the simple calculation of U-values and are therefore represented as thermal resistance here. Whilst accounting 
for such effects in models is complex, the reduced heat loss due to additional insulation on the ceiling surface will be 
partly offset by failing to account for these gains, contributing to the performance gap.    
There is a significant increase in U-value (Table 2) from in-situ measurements near the eaves compared to that 
using literature values and calculation [21]. The mechanism requires further investigation, but may be associated with 
greater air movement around or within the insulation (e.g. associated with poor contact between the plasterboard 
ceiling and insulation, leading to losses in excess of that assumed in the correction due to air gaps method [21]).  
4. Conclusions 
This paper reports the results from investigating the thermal performance of a cold pitched roof in a case study 
dwelling of typical UK construction, through site survey, calculation of U-values based on material properties and in 
Figure 3: (a) Thermal image illustrating the impact of missing insulation at the eaves of a cold pitched roof (from a different case study to that 
reported in the rest of this work). (b) room, loft void and outside temperatures recorded during this study 
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situ monitoring. A significantly higher U-value was calculated based on literature material properties and site survey 
than that assuming a nominal fitting to the required standard [9]. This is associated with larger than expected 
uninsulated and under-insulated areas possibly associated with access difficulties, and the interpretation of appropriate 
insulation around a cold water tank. Such issues are likely to be present more widely in the UK stock due to installation 
guidance and practice, contributing to a performance gap associated with loft insulation. 
Results from in-situ measurements highlight a larger than expected estimated thermal resistance of the loft void 
and roof structure, which may be associated with ventilation and heat gains. If present more widely in the stock, as 
expected, this would lead to a systematic decrease in energy savings associated with fitting additional loft insulation 
in existing dwellings, contributing to the performance gap.    
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based on electrical analogy combined with Bayesian analysis, presented elsewhere [23]. 
U-values (Wm-2K-1) Eaves  Middle Inner 
In-situ indoor to outdoor 0.56 ± 0.08 0.14 ± 0.02 0.11 ± 0.02 
In situ indoor to loft void  0.95 ± 0.13 
 
0.20 ± 0.03 0.16 ± 0.02 
Calculated from material properties indoor to outdoor 0.37 0.14 0.14 
Calculated from material properties indoor to loft void 0.38 0.14 0.14 
 
The assumed thermal resistance of the loft void and cold roof structure is 0.2 m2KW-1 [21]. However, assuming that 
standard surface resistances apply, values derived from in-situ measurements are 0.8, 2.2 and 2.9 m2KW-1 for the eaves, 
middle and inner locations respectively. Whilst these values are subject to significant uncertainty, it is likely that the 
thermal resistance of the loft is significantly higher than standard assumptions. Figure 3(b) shows room, loft and 
outside temperatures during the monitoring campaign, indicating that, contrary to expectations, the loft void 
temperature is consistently significantly higher than outside temperatures. This may be due to low ventilation rates, 
solar gains or air leakage from other construction elements, e.g. warm air from inside the dwelling entering around 
service penetrations. Such heat gains into the loft are not represented by the analysis model for in-situ measurements 
or by the simple calculation of U-values and are therefore represented as thermal resistance here. Whilst accounting 
for such effects in models is complex, the reduced heat loss due to additional insulation on the ceiling surface will be 
partly offset by failing to account for these gains, contributing to the performance gap.    
There is a significant increase in U-value (Table 2) from in-situ measurements near the eaves compared to that 
using literature values and calculation [21]. The mechanism requires further investigation, but may be associated with 
greater air movement around or within the insulation (e.g. associated with poor contact between the plasterboard 
ceiling and insulation, leading to losses in excess of that assumed in the correction due to air gaps method [21]).  
4. Conclusions 
This paper reports the results from investigating the thermal performance of a cold pitched roof in a case study 
dwelling of typical UK construction, through site survey, calculation of U-values based on material properties and in 
Figure 3: (a) Thermal image illustrating the impact of missing insulation at the eaves of a cold pitched roof (from a different case study to that 
reported in the rest of this work). (b) room, loft void and outside temperatures recorded during this study 
6 Author name / Energy Procedia 00 (2017) 000–000 
situ monitoring. A significantly higher U-value was calculated based on literature material properties and site survey 
than that assuming a nominal fitting to the required standard [9]. This is associated with larger than expected 
uninsulated and under-insulated areas possibly associated with access difficulties, and the interpretation of appropriate 
insulation around a cold water tank. Such issues are likely to be present more widely in the UK stock due to installation 
guidance and practice, contributing to a performance gap associated with loft insulation. 
Results from in-situ measurements highlight a larger than expected estimated thermal resistance of the loft void 
and roof structure, which may be associated with ventilation and heat gains. If present more widely in the stock, as 
expected, this would lead to a systematic decrease in energy savings associated with fitting additional loft insulation 
in existing dwellings, contributing to the performance gap.    
Acknowledgements 
This research was made possible by support from the EPSRC Centre for Doctoral Training in Energy Demand 
(LoLo), grant numbers EP/L01517X/1 and EP/H009612/1, and the RCUK Centre for Energy Epidemiology (CEE), 
grant number EP/K011839/1.  
References 
[1] Pachauri, Climate change 2014 : synthesis report : [longer report]. . 
[2] Climate Change Act, c. 27. London: The Stationery Office, 2008. 
[3] DECC, ‘The Carbon Plan: Delivering our low carbon future’, Department of Energy and Climate Change, HM Government, London, 2011. 
[4] M. Kelly Michael J., ‘Retrofitting the existing UK building stock’, Build. Res. Inf., vol. 37, no. 2, pp. 196–200, 2009. 
[5] Zero Carbon Hub, ‘Closing the gap between design & as-built performance, End of term report.’, Tech. Rep., 2014. 
[6] F. G. N. Li et al., ‘Solid-wall U -values: heat flux measurements compared with standard assumptions’, Build. Res. Inf., vol. 43, no. 2, pp. 
238–252, Mar. 2015. 
[7] DCLG, ‘English housing survey 2012: energy efficiency of English housing data tables’, Department for Communities and Local 
Government, London, 2014. 
[8] E. Essah Emmanuel A.|Sanders,Chris|Baker,Paul|Kalagasidis,Angel., ‘Condensation and moisture transport in cold roofs: effects of roof 
underlay’, Build. Res. Inf., vol. 37, no. 2, pp. 117–128, 2009. 
[9] ODPM, ‘The building regulations 2000, L1B Conservation of fuel and power in existing dwellings’, Office of the Deputy Prime Minister, 
London, 2006. 
[10] ODPM, ‘The Building Regulations 2000, L1A Conservation of fuel and power in new dwellings’, Office of the Deputy Prime Minister, 
London, 2006. 
[11] B. R. Anderson, ‘The assessment of U-values for insulated roofs’, Build. Serv. Eng. Res. Technol., vol. 1, no. 3, pp. 119–122, Aug. 1980. 
[12] A. Simpson, A. D. Stuckes, and M. Napora, ‘Loft insulants: Effect of air speed on thermal performance’, Build. Serv. Eng. Res. Technol., 
vol. 9, no. 4, pp. 159–166, Nov. 1988. 
[13] ‘Thermal Transmittance and Conductance of Roof Constructions Incorporating Fibrous Insulation.’, in Thermal Insulation, Materials, and 
Systems for Energy Conservation in the ’80s, American Society for Testing and Materials, pp. 479–501. 
[14] M. Belusko, F. Bruno, and W. Saman, ‘Investigation of the thermal resistance of timber attic spaces with reflective foil and bulk insulation, 
heat flow up’, Appl. Energy, vol. 88, no. 1, pp. 127–137, Jan. 2011. 
[15] T. Oreszczyn and S. E. C. Pretlove, ‘Condensation Targeter II: Modelling surface relative humidity to predict mould growth in dwellings’, 
Build. Serv. Eng. Res. Technol., vol. 20, no. 3, pp. 143–153, Aug. 1999. 
[16] S. Doran, Field Investigations of the thermal performance of construction elements as built. Unpublished, 2015. 
[17] J. Wingfield, M. Bell, D. Miles-Shenton, and R. Lowe, ‘Lessons from Stamford Brook: understanding the gap between designed and real 
performance’. 
[18] T. Dollard, Builders’ Book: An illustrated guide to building energy efficient homes, vol. 8.1. NHBC. 
[19] B. R. Anderson T. I., ‘Measurements of the heat loss through an insulated roof’, Build. Serv. Eng. Res. Technol., vol. 2, no. 2, pp. 65–72, 
1981. 
[20] BSI, ‘ISO 9869-1:2014, Thermal insulation - Building Elements - In-situ  measurement of thermal resistance and thermal transmittance’, 
2014. 
[21] BSI, Building components and building elements - thermal resistance and thermal transmittance - calculation method 0ISO 6946: 2007). 
2007. 
[22] CITB-ConstructionSkills, ‘General requirements and guidance for the installation of loft insulation’, 2012. 
[23] V. Gori, V. Marincioni, P. Biddulph, and C. A. Elwell, ‘Inferring the thermal resistance and effective thermal mass distribution of a wall 
from in situ measurements to characterise heat transfer at both the interior and exterior surfaces’, Energy Build., vol. 135, pp. 398–409, Jan. 
2017. 
 
